CITY OF MOUNTAIN VIEW

Community Development Department ¢ Building Inspection Division
500 Castro Street ® Post Office Box 7540 ® Mountain View, California 94039-7540 e 650-903-6313 ¢ FAX 650-903-6474

PORTABLE SPA INSTALLATION

General Requirements

O two (2) dimensioned site plans

d Planning / Homeowners association approval (if applicable).
U Distance to property lines must be shown on plans

U Unit must be approved by UL or other approved listing agency.
U service panel location must be shown.

U Provide manufacturers brochures and cut sheets on equipment.
U show required breaker size - 40-60 amps, etc.

U Provide one GFCI protected outlet 10’-20” from spa.

U All electrical within 20’ of spa needs to be GFCI protected.

O Any metal within 5" of spa must be bonded.

U an exposed conduit to be metal.

U Backflow prevention device is required on nearby hose bibs.

U Disconnect switch within sight of spa.

U Must be equipped with an approved locking safety cover or otherwise comply
with Assembly Bill No. 3305- Swimming Pool Safety Act
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